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PAREX

SHEATHING SCREWS
(BEYOND) FOR UPPER
FLOOR SHEATHING ARE
TO BE FASTENED INTO
TRACK AT UNDER SIDE
OF SLAB. DO NOT FASTEN
SCREWS FOR UPPER
SHEATHING INTO STUDS
OF LOWER STORY.
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SS E1.04A FLOOR LINE DEFLECTION SLIP JOINT (2D)

STANDARD SYSTEM
OPTIMUM SYSTEM

SUBSTRATE

PAREX USA ADHESIVE

EXPANDED POLYSTYRENE
INSULATION BOARD

PAREX USA REINFORCING MESH
EMBEDDED IN PAREX USA BASECOAT

PAREX USA FINISH

PAREX USA MESH BACKWRAP
CLOSED CELL BACKER ROD &

ELASTOMERIC SEALANT (BY OTHERS)

SLIDING STUD CONNECTION
SLOTTED TRACK TYPICAL

NOTE: 1. Framing shown in this drawing is only conceptual and is not for construction. Follow framing designer's

requirements.

2. CAUTION: If nested double tracks are used for deflection, sheathing and flashing screws must not interfere

with track sliding.

Disclaimer: The design, specifications, and construction shall comply with all local building codes and standards. Parex USA
installation guidelines are for general information and guidance only and Parex USA specifically disclaims any liability for the
use of this design, and for design, engineering, or workmanship of any project. The assembly shall be designed to prevent

condensation within the assembly. The designer and the user shall provide final drawings and specifications. Products shown
other than those manufactured by Parex USA are shown for clarity of the Parex USA product only. Contact the manufacturer

of such other products for installation instructions.





